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Additions to: 
Swartz Creek Senior Center 
8095 Civic Drive 
Swartz Creek, Mi 48473 
Architect’s Job No 2008.11 
 
ARCHITECT’S INSPECTION LOG 
 
_____________________________________________________________________ 
November 4, 2009 8:30 AM 
Wednesday 
Inspection 52 (dls) 

1. The major ductwork lines are installed and most of the major branch lines are in 
place. 

2. The drywall work is in the final stages of completion. 
3. The main entryway has been enclosed as mentioned in inspection #51. 
4. The exterior concrete patio in the west courtyard has been poured.  The concrete 

is natural color in lieu of an added color as requested by the owner.  The 
contractor will issue a credit for this. 

5. The sub-base and formwork for the sidewalk along the south side of the addition 
is in the progress of being installed. 

6. Discussed various paint scheme possibilities for the addition interior  with the 
owner. 

______________________________________________________________________ 
November 3, 2009 8:30 AM 
Tuesday 
Inspection 51 (dls) 

1. The contractor has indicated an additional coat of stain will be applied on the 
soffits. 

2. The drywall work is progressing.  The final coat of joint treatment is being 
applied. 

3. The two furnaces in the main activity room are installed and operating to heat the 
building for the drywall work.  The ductwork is being installed in the main 
activity room. 

4. The electrical panels and their breakers are installed in the addition. 
5. The contractor is going to install a temporary entrance door at door 101 since the 

permanent doors are not available yet and it is not sure when they will be 
delivered. 

6. The exterior sidewalks on the south side are scheduled to be installed in the next 
few days. 

________________________________________________________________________ 
October 28, 2009 12:30 PM 
Thursday 
Inspection 50 (dls) 
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1. The brickwork is essentially complete with the final cleaning remaining. 
2. The wood soffits are stained.  The contractor indicates that two coats were applied 

as specified.  However, they do not appear that way, as the coverage is not 
uniform.  The contractor will review our concern with the painter. 

3. Reviewed the oak trim work around the windows at the reception counter.  Some 
adjustments are being made to the drywall at those openings to properly 
accommodate the trim. 

4. Reviewed the installation specifics for the exit light over door 101. 
5. Reviewed the need to secure the building over the Halloween weekend. 
6. The drywall is all hung and ready for taping and finishing. 
7. The furnaces in the activity room are being installed.  They will be used for 

temporary heat to allow the drywall finishing to dry properly. 
____________________________________________________________________ 
October 26, 2009 8:30 AM 
Monday 
Inspection 49 (dls) 

1. The brickwork is proceeding on the west side of the addition 
2. The drywall work is proceeding.  The rooms on the east side of the addition are 

complete. 
3. The drywall draft stop in the attic has been installed as required. 
4. Discussed the need for natural gas regulators for the existing gas equipment. 

_____________________________________________________________________ 
October 22, 2009 8:30 AM 
Thursday 
Inspection 48 (dls) 

1. The brickwork is proceeding on the west side of the addition. 
2. The drywall is being installed in the main meeting room on the ceiling and the 

walls. 
3. Discussed the need for revisions to the blocking installed for the aluminum 

framework over the main entry for the overhead glass. 
________________________________________________________________________ 
October 21, 2009 8:30 AM 
Wednesday 
Inspection 47 (dls) 

1. The masons are completing the brickwork on the south side.  Work is progressing 
on the west side. 

2. The drywallers are installing drywall in the kitchen area, ceiling and walls.   
3. The contractor is installing wood blocking in the overhead glass opening to 

receive the aluminum framework for the glass. 
4. The owner is in the process of shutting off the existing hose bibs that are now in 

the interior of the new addition.  This important in order to prevent future water 
leeks in the walls. 

________________________________________________________________________ 
October 20, 2009 8:30 AM 
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Tuesday 
Inspection 46 (dls) 

1. The brickwork is complete on the east side.  It is progressing on the south side. 
2. The contractor is reminded of the requirement for the installation of the draft stop 

in the attic space before the installation of the ceiling insulation and the ceiling 
drywall. 

3. The contractor indicated the ceiling insulation is changing from batt insulation to 
loose fill cellulous.  That is the reason for the vent baffles discussed in inspection 
45: to hold the loose fill in from falling into the eaves.  I suggested that the baffles 
be removed and 10” thick batt insulation be installed around the perimeter to hold 
in the loose fill insulation.  This will maintain 10” of insulation to the exterior 
wall, thereby utilizing the effectiveness of the energy trusses. 

4. Discussed the installation details of the overhead glass at the main entrance.  The 
aluminum framing will be mounted on a 2x4 spacer, which will allow the ceiling 
and soffit materials to flush with the outside edge of the aluminum frame. 

 ___________________________________________________________________ 
October 19, 2009 8:30 AM 
Monday 
Inspection 45 (dls) 

1. The brickwork is progressing.  The brick veneer is installed to and over the 
window headers including the upper accent strip on the east side. 

2. The batt insulation in exterior walls is complete. 
3. The owner has installed insulation around the offices for sound deadening 

purposes. 
4. The eve vent baffles are installed around the building perimeter.  The baffles are 

installed such that the insulation will crush down from 10” thickness to 
approximately 3” thick.  This defeats the effectiveness of the energy trusses used 
in the roof structure, which allows the insulation to maintain its full thickness to 
the exterior wall.  The contractor needs to address this issue before the ceiling 
insulation is installed. See the left photo below. 

 

  
_____________________________________________________________________ 
October 16, 2009 9:00 AM 
Friday 
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Inspection 44 (dls) 
1. The masons have installed the brick upward to the first accent strip. 
2. The batt insulation in the exterior walls is being installed. 

_____________________________________________________________________ 
October 14, 2009 8:30 AM 
Wednesday 
Inspection 43 (dsl) 

1. The masons are on the site preparing to place brickwork. 
2. The flashing is being sealed at the top with fiber-reinforced tar. 
3. The data outlets discussed in Inspection 42 have been installed. 

____________________________________________________________________ 
October 13, 2009 9:00 AM 
Tuesday 
Inspection 42 (dls) 

1. The masons are not working. 
2. Noted that the data outlets for the television outlets in room 109 have not been 

installed.  The contractor has notified the electrician of this. 
3. The contractor is installing additional anchor bolts in the exterior walls as 

discussed in the October 7, 2009 entry. 
______________________________________________________________________ 
October 12, 2009 9:00 AM 
Monday 
Inspection 41 (dls) 

1. Reviewed the brick sill flashing discussed in the October 8, 2009 entry with the 
contractor.  The mason will be instructed to make the necessary corrections. 

2. Reviewed various wall blocking requirements for equipment attachment to the 
walls. 

3. Discussed the need to provide foundation support at the existing building in the 
west courtyard where the new foundation excavations undercut the existing pea 
gravel foundations.  The contractor will take care of this issue. 

4. Reviewed the drainage of the new patio in the west courtyard.  The concrete will 
slope away from the building in all cases and toward the west concrete edge to 
drain onto the adjacent grass area toward the Mari-Dan detention pond on the 
adjacent property. 

5. Discussed the sidewalk issue on the south side of the addition.  This is related to 
the owner’s desire to eliminate the patio area over the new underground detention 
system.  It was decided to incorporate a continuous sidewalk along the south edge 
of the addition from the east side of door 113 to the west side of door 116.  

a. The sidewalk will be a minimum of 5’-0” wide from the south face of the 
addition.   

b. The sidewalk shall receive tooled control joints at approximately 5’-0” o.c. 
and one expansion joint in the center.   

c. The sidewalk shall slope away from the addition ¼” per foot (to the 
south).   
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d. The concrete shall be 4” thick with 6x6 10/10 wwf.   
e. The finish shall be broom finish.   
f. The sidewalk shall be placed on 4” compacted sand fill.   
g. The slabs at Doors 113 and 116 shall receive Styrofoam under the slabs to 

prevent frost heaving. 
________________________________________________________________________ 
October 8, 2009 9:00 AM 
Thursday 
Inspection 40 (dls) 

1. The building inspector has indicated the brick sill flashing is required to be placed 
behind or into the Styrofoam that is placed on exterior side of the plywood wall 
sheathing.  This will be reviewed with the contractor next week. 

2. The electrician is proceeding with his work. 
3. The demolition of the opening in the existing brick wall from the addition into the 

existing building at the existing storage room is beginning. 
_______________________________________________________________________ 
October 7, 2009 11:30 AM 
Wednesday 
Inspection 39 (dls) 

1. The electrician is proceeding with his work 
2. The carpenters have completed the miscellaneous blocking and build-downs at 

two door locations. 
3. The exterior walls require additional anchor bolts as was discussed with the 

contractor several weeks ago.  When this is done it appears the exterior walls will 
be ready for insulation installation. 

4. The HVAC contractor has installed the air conditioning lines from the furnaces to 
the condensers.  He has also installed the exhaust ducts for the kitchen exhaust 
fans. 

 
________________________________________________________________________ 
October 6, 2009 9:00 AM 
Tuesday 
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Inspection 38 (dls) 
1. The masons have installed the first four courses of brick.  The cavity between the 

block foundation wall and the brick are filled solid with the vinyl flashing 
installed up the wall and over the third course of brick.  Weep holes are installed 
as specified.  The mason indicates he cannot proceed with the brickwork until the 
windows are installed.  The architect is formally challenging that position. 

2. The HVAC contractor is on site doing miscellaneous work. 
3. Work is slowing down this week. 

 

              
________________________________________________________________________ 
October 5, 2009 10:00 AM 
Monday 
Inspection 37 (dls) 

1. The masons are installing the first four courses of brick today. 
2. The electrician is progressing with his work. 

________________________________________________________________________ 
October 1, 2009 10:00 AM 
Thursday 
Inspection 36 (dls) 

1. The scaffold work is in place for the brickwork on the east side.  No masons are 
on site. 

2. The electrician is progressing with his work. 
3. The general contractor is installing miscellaneous blocking and furring out a wall 

to receive an electrical panel. 
_______________________________________________________________________ 
September 29, 2009 8:00 AM 
Tuesday 
Inspection 35 (dls) 

1. Electrical and mechanical work is progressing. 
2. Reviewed miscellaneous door and window issues (colors, changes, etc.) with the 

general contractor and the window contractor. 
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3. Reviewed additional wood blocking requirements in the wood stud walls with the 
general contractor. 

_______________________________________________________________________ 
September 28m 2009 8:00 AM 
Monday 
Inspection 34 (dls) 

1. Work is continuing on the electrical wiring.  The main conduits from the existing 
service panels to the addition. 

2. The HVAC work is progressing in preparation for the installation of drywall on 
the walls.  Coordinated duct installations for the main foyer room with the 
mechanical contractor. 

3. The brick has been delivered to the site. 
______________________________________________________________________ 
September 25, 2009 11:00 AM 
Friday 
Inspection 33 (dls) 

1. The rough plumbing work appears to be complete.  It does not appear that the sink 
in Office 113 is vented to the roof as required by code.  See the attached photo. 

2. The electrician is progressing with the installation of the wiring for the switches 
and wall outlets. 

3. The HVAC contractor is just beginning to install some of the HVAC connectors, 
etc in the walls. 

4. The gas line appears to be completely installed. 
 

    
 
________________________________________________________________________ 
September 24, 2009 8:00 AM 
Thursday 
Inspection 32 (dls) 

1. The rough plumbing work is progressing.  More discussion occurred on the 
elimination of the floor sink in the kitchen.  The 20 gal water heater is installed as 
discussed in inspection 31. 

2. The gas line from the existing mechanical room to the addition is in place.  
Flexible pipe was used in lieu of steel pipe because of the difficulty in going 
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through the existing truss system.  The contractor was asked to verify that this is 
approved by the state mechanical code. 

3. The blocking discussed in inspection 31 is installed. 
4. Discussed with the contractor the need to install more anchor bolts on the exterior 

walls.  It appears that several of the anchor bolts fell under wall studs making 
them unusable.  The contractor will add anchors as required. 

_______________________________________________________________________ 
September 23, 2009 8:00 AM 
Wednesday 
Inspection 31 (dls) 

1. The roof shingles on the addition are 100% complete. 
2. The T-111 soffit system is nearly completely installed. 
3. Discussed with the contractor the need for blocking in the walls for various items 

such as wall-mounted televisions, door bumpers, grab bars, etc. 
4. The rough plumbing work is progressing.  Discussed the need for access panels in 

the walls for the floor drain primers.  Also discussed the location for the 20 gal 
water heater (to be located on a shelf in room 102). 

5. Electrical work is progressing.  Discussed the need for plugs and data outlets for 
the wall mounted televisions in the main dining room. 

6. Discussed the elimination of the floor sink for the 3-compartment sink in the 
kitchen.  The plumber indicated the plumbing inspector instructed him to remove 
the floor sink and plumb the sink directly into the sanitary system.  This seems at 
odds with the health department requirements.  DCC will investigate this. 

_______________________________________________________________________ 
September 22, 2009 11:45 AM 
Tuesday 
Inspection 30 (MAB) 
1. The roof shingles are 98% installed. 
2. Plywood soffit is being installed. 
3. Electrical conduits and receptacle boxes are being installed. 
4. Plumbing lines are being installed. 
 
  

 
 
________________________________________________________________________ 
September 21, 2009 11:30 AM 
Monday 
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Inspection 29 (MAB) 
1. The roof shingles are being installed and the roof is about 80% covered at this time. 
 

     
 
________________________________________________________________________ 
September 17, 2009 12:30 PM 
Thursday 
Inspection 28 (MAB) 
1. The parking asphalt is being patched where cut to existing catchbasin. 
2. The roof sheathing appears to be completely installed. 
3. The main entrance gable façade appears to be completely sheathed. 
4. The overhang soffit framing appears to be completed with the exception of a short 

section where new addition butts to existing at the back corner; rigid board insulation 
is being installed over the wall sheathing to top plate of exterior walls elsewhere. 

 

     
 
___________________________________________________________________ 
September 16, 2009 11:30 AM 
Wednesday 
Inspection 27 (MAB) 
1. The existing pair of doors at main entrance had been removed and temporary door 

installed. 
2. The roof transition from new to existing had been redone reducing number of valley 

lines per yesterday's discussion. 
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________________________________________________________________________ 
September 15, 2009 2:30 PM 
Tuesday 
Inspection 26 (MAB) 
1. Today a meeting was held with the Building Inspector, Owner, Architect, Contractor 

& City Manager to discuss using main entrance during construction.  It was agreed & 
approved to use the main entrance to the building after construction workers cease 
work in the immediate area.  The owner & contractor had agreed on specified time of 
day that the transition would take place.  Contractor will roll down plastic/tarp 
material down over exposed stud framing so construction work can take place 
adjacent to entrance area.  Furthermore a temporary door will replace the existing pair 
of doors to existing building. 

2. The number of valleys will be reduced at the existing roof and proposed roof tie-in 
per discussion and agreement of Owner, Architect & Contractor. 

3. The Architect & Contractor discussed EIFS termination at the main entrance gable 
and eave line at the drip edge / gutter line. 

4. Shingle color samples were reviewed and color was selected. 
5. The proposed overhang soffit framing is progressing towards completion. 
6. The roof sheathing is almost completely installed. 
 

  
_______________________________________________________________________ 
September 14, 2009 10:30 AM 
Monday 
Inspection 25 
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1. The contractor is reminded of the requirement to secure the exterior walls with 
anchor bolts as specified on the construction documents.  As of this date this has 
not been done. 

2. The contractor is reminded of the requirement to secure the roof trusses to the 
exterior walls with “hurricane anchors” as specified on the specifications.  As of 
this date this has not been done. 

3. The roof sheathing is being installed at the intersection of the main entrance and 
the main roof.  The field framing for the transition is being installed. 

   
_____________________________________________________________________ 
September 11, 2009 11:00 AM 
Friday 
Inspection 24 

1. Today is the eighth anniversary of the 911 attacks on the World Trade Center in 
New York City. 

2. The cathedral trusses over the main entryway are being installed.  See photos 
below. 

3. The plywood sheathing on the main portion of the addition is proceeding. 
 

   
______________________________________________________________________ 
September 10, 2009 3:30 PM 
Thursday 
Inspection 23 

1. The plywood sheathing on the roof is approximately 60% complete 
2. The roof trusses are approximately 90% complete. 
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3. The wall framing around the main entry is started and is approximately 70% 
complete.  

4. The water service lead installation is complete. 
_______________________________________________________________________ 
September 9, 2009 1:00 PM 
Wednesday 
Inspection 22 

1. The water service lead is tapped into the water main at Fortino Drive and installed 
to just south of the addition. 

2. The concrete slabs at the entryway are poured, finished, and cured to the point of 
being able to work on it.  All slopes and finishes are as specified.  The finish was 
changed to broom finish since the exterior porcelain tile is being deleted from the 
project. 

3. The roof trusses are 75% installed.  The plywood roof sheathing is being installed 
starting at the southeast corner of the addition. 

 

   
________________________________________________________________________ 
September 8, 2009 10:00 AM 
Tuesday 
Inspection 21 

1. The entryway slab has been reconfigured and the slab has been re-poured, 
including the portion of the sidewalk that connects the entry to the asphalt parking 
lot.  See attached photo. 

2. The Styrofoam wall sheathing is installed on the exterior walls. 
3. The roof trusses are on site.  The trusses are being installed beginning at the east 

end of the addition. 
4. The water line installation has begun.  Excavations revealed the water main on 

Fortino Drive is approximately 4 feet west of the curb.  The telephone service line 
to the City offices and the Senior Center was inadvertently cut in the process.  The 
phone company is making the necessary repairs. 
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_____________________________________________________________________ 
September 3, 2009 2:30 PM 
Thursday 
Inspection 20 

1. The wood wall framing (exterior and interior walls) is approximately 90% 
complete. 

2. We discussed the problems with the main entrance.  Resolutions are as follows: 
a. The concrete slab, which lies outside of the exterior doors, will be 

removed and reinstalled with a slope to the east as specified on the 
construction documents. 

b. A portion of the north-south sidewalk will be poured to the asphalt at the 
entrance in order to allow public access to the library and senior center. 

c. The wood bearing walls will be notched as required at the existing 
retaining wall in order to square the walls with the addition rather than to 
the existing building. 

______________________________________________________________________ 
September 2, 2009 11:30 AM 
Wednesday 
Inspection 19 

1. The exterior wood wall frame is being installed along the west end of the addition 
and where adjoining the existing building. 

2. The floor slab at the new entryway is poured.  Observed that the floor from the 
main entrance doors eastward to the end of the exterior covered entrance is not 
sloped toward the east as specified.  The floor slab being poured flat will not 
allow rainwater to drain out of this area.  There are also barrier free issues with 
the ramping to the north-south sidewalk.  The contractor was notified of this 
concern and suggested that that portion of the slab be removed and reinstalled as 
specified.  See Section 4/A6 for the requirements. 
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________________________________________________________________________ 
September 1, 2009 1:30 PM 
Tuesday 
Inspection 18 
1. The demolition at the existing building entrance is complete with the removal of the 

existing inner steel beams and column. 
2. The subgrade is being prepared for the floor slab pour which will occur later in the 

day.   
3. Reminded the contractor to install the reinforcing steel for the thickened slab around 

the perimeter of the new entryway. The pre-fabricated wood walls are delivered to the 
site.  Preparations are being made for their erection. 

_______________________________________________________________________ 
August 25, 2009 9:30 AM 
Tuesday 
Inspection 17 
1.  The floor of the existing vestibule has been removed.  The contractor is excavating the 
entryway area for new foundations. 
2.  The angled support mentioned in inspection report 16 has been fabricated and is 
pictured below.  The Architect approves its design and fabrication as discussed. 
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August 24, 2009 3:00 PM 
Monday 
Inspection 16 

1. The existing roof construction over the existing entrance is being removed, piece-
by-piece in order to prevent damage to the remaining existing building. 

2. The existing overhang along the existing south building face is being removed, 
also piece-by-piece. 

3. The existing steel beams on the outer roof bearing are removed. 
4. The inner existing beams are still in place.  It was discovered that the wood beam 

over the existing restrooms is attached to a pocket on the end of the existing steel 
beam.  Some accommodations to support the existing wood beam when the steel 
beam is removed will be required.  An angled support to be installed in the men’s 
restroom was suggested. 
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________________________________________________________________________ 
August 21, 2009 9:00 AM 
Friday 
Inspection 15 

1. The concrete floor is being poured.  It is approximately 2/3 complete. 
2. Tom Sevecik from the City of Swartz Creek visually observed the reinforcement 

rod installed in the interior footing excavation, as discussed in Inspection 14. 
 

   
________________________________________________________________________ 
August 20, 2009 9:00 AM 
Thursday 
Inspection 14 

1. The sanitary sewer is completely installed and backfilled from the existing 
sanitary drain to the future annex building, including the inspection manhole near 
the kitchen. 

2. The foundation for the existing sign-wall is removed and being broken up in 
smaller pieces to haul away. 

3. The perimeter grade insulation is in place. 
4. The concrete floor vapor barrier is in place. 
5. The concrete floor reinforcement mesh is in place 
6. Grading stakes are installed to aid in pouring the concrete floor as level as 

possible. 
7. The interior bearing wall trench footing is excavated and ready to be poured with 

the floor slab.  The reinforcement bars have not been placed in this footing.  The 
Contractor was reminded of the requirement to install that reinforcement. 

 

    
________________________________________________________________________ 
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August 19, 2009 10:00 AM 
Wednesday 
Inspection 13 

1. The excavations along the existing North/South sidewalk (along the West edge of 
the parking lot) are in progress.  These are to install the sanitary sewer connection. 

2. The invert of the existing sanitary sewer is found to be very close to that 
originally assumed on the construction documents.  It was previously thought that 
the storm water drain from the sump pump was the sanitary drain.  The sanitary 
drain actually runs below that storm drain.  See picture below. 

3. The Senior Center is closed because the entrance is closed due to the current 
sewer construction and the pending entranceway demolition work. 

4. The contractor requests that the sewer location be shifted to the West after the 
sewer clears South of the new entrance.  The Architect approves this request. 

   
________________________________________________________________________ 
August 14, 2009 1:00 PM 
Friday 
Inspection 12 

1. The parking lot has been excavated for the installation of the drainpipe from the 
detention system to the existing parking lot catch basin.  The asphalt is cut cleanly 
with a power saw. 

2. The excavations cut an underground electrical conduit that connects the two 
parking lot lights.  The electrical contractor is in the process of repairing the 
conduit and wiring. 

3. The drain piping and manhole have been installed.  The pipe has been partially 
backfilled. 

4. No further work has been done on the building portion of the construction project. 
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_____________________________________________________________________ 
August 13, 2009 3:30 PM 
Thursday 
Inspection 11 

1. The underground storm water detention system is fully covered.   
2. The upper layer of gravel has been tested by Rowe Inc and is found to be in 

excess of the 95% required.  The report is on file at the Architect’s office 
3. The sand fill under the building floor has been tested by Rowe Inc and is found to 

be in excess of the 95% required.  The report is on file at the Architect’s office. 
___________________________________________________________________ 
August 12, 2009 2:00 PM 
Wednesday 
Inspection 10 

1. The sand fill has been compacted with a power compactor.  Rowe Inc. will test 
the compaction of the sand to verify that it is compacted to 95% density. 

2. The underground storm water detention system is in the process of being 
installed.  Rowe Inc. (The City of Swartz Creek’s Engineer) is on the site 
inspecting the installation. 

    

   
 
_______________________________________________________________________ 
August 11, 2009 3:30 PM 
Tuesday 
Inspection 9 

1. The sand fill under the floor slab is placed loosely.  It was not installed as 
specified in Specification Item 2.4 on Sheet SP3 of the construction documents, 
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which requires the sand to be compacted to 95% in 6” lifts.  The contractor is 
advised of this discrepancy and he is to provide an acceptable alternate to this 
requirement. 

2. Preparation is being made to begin excavations for the installation of the 
underground storm water detention system 

3. The parking lot has been scribed for asphalt excavation to install the drain from 
the detention system to the parking lot catch basin. 

________________________________________________________________________ 
August 7, 2009 12:30 PM 
Friday 
Inspection 8 

1. The underground plumbing is 100% complete, including the sand backfill. 
2. The plumbing inspector has approved the underground plumbing work. 
3. All workmanship appears to be very good. 

________________________________________________________________________ 
August 6, 2009 10:00 AM 
Thursday 
Inspection 7 

1. The underground plumbing work is approx. 75% complete.  The sand backfill for 
the plumbing excavations are not complete. 

2. The grease interceptor in the kitchen is installed. 
3. The block foundation walls are fully grouted as specified. 

________________________________________________________________________ 
August 5, 2009 10:00 AM 
Wednesday 
Inspection 6 

1. The block foundation walls are installed at the addition perimeter.  The Contractor 
is reminded that the foundations are required by the construction documents to be 
fully grouted. 

2. The plumber is excavating for the underground plumbing work. 

                      
_______________________________________________________________________ 
July 30, 2009 2:00 PM 
Thursday 
Inspection 5 

1. The exterior footings have been excavated and poured. The specified footing 
reinforcement was observed earlier in the day ready to be installed. 
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2. The testing company has taken the required concrete test tube samples. 
3. The existing pea gravel footing under the Southwest corner of the existing 

building spilled into the new footing trench.  There is no apparent damage to the 
existing building and brickwork.  Plywood has been inserted in the excavation to 
contain the pea gravel spill-out and a house jack will be placed under the corner 
of the building until the pea gravel can be replaced. 

4. A portion of the soil erosion measures have been installed along the South edge of 
the construction area. 

        

             
 

            
 
 
 
_______________________________________________________________________ 
July 29, 2009 10:00 AM 
Inspection 4 

1. The existing exterior concrete patio on the South of the existing building is 
removed 

2. The existing sign wall at the existing entrance is removed. 
3. The exterior entryway floor up to the glass entry doors are removed. 
4. The demolition materials are being loaded and removed from the construction site 
5. The existing entry has been fenced off to allow safe public entry to the existing 

building. 
6. No Soil Erosion measures have been taken as of this date.  Reminded the 

contractor of this requirement. 
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_______________________________________________________________________ 
July 28, 2009 3:00 PM 
Inspection 3 

1. Reviewed the invert elevation of the sewer service line from the existing building 
to Civic Drive.  It appears it is very close to that assumed on the plans. 

2. Reviewed demolition requirements with the Contractor.  It was determined that 
the construction documents include removal of all exterior concrete slabs that are 
to the immediate South of the existing building.  Reference the Demolition Plan 
on Sheet A1. 

_______________________________________________________________________ 
 
July 28, 2009 10:30 AM 
Inspection 2 

1. All 6 of the trees to be removed are removed, including the trunks, branches, and 
root systems. 

2. The topsoil is removed from the building area and stockpiled on the South end of 
the grass building area. 

3. The existing concrete adjacent to the building is being removed and piled on the 
Southeast corner of the grass building area. 

 
 
______________________________________________________________________ 
July 27, 2009 11:00 AM 
Inspection 1 

1. Two trees immediately next to the existing building (Southwest corner and 
Southwest corner of the building) being removed.  The wood and branches are 
being chipped and loaded for removal from the site.  The stumps are loosened but 
still in the ground. 

2. The property has been flagged by MISSDIG for fiber-optic, electric, and natural 
gas at the Northeast corner of the existing building to Civic Drive. 

______________________________________________________________________ 


